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AIR FLOW DIAGRAM
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LOCATE SENSOR AT THE MOST
HEPA FILTER ® ® REMOTE HEPA FILTER
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SUPPLY FAN | ® ® |® ® ® ® ® ® 0
SUPPLY AIR o0 | e ®
SUPPLY AIR RELATIVE HUMIDITY ® ® ®
ROOM TEMPERATURE (TYPICAL 20 ZONES) ® e ®
SPACE AVERAGE RELATIVE HUMIDITY ® oo ® ' SEE PLANS FOR LOCATION
JONE DUCT HEATERS (TYPICAL 20 ZONES) # ® ® ®
EXHAUST FAN, EF-01 ® ® ® ® ® ®
| EXHAUST FAN, EF-02 ® ° ° ° ° ®
SMOKE DETECTOR ® ®
AIR FLOW DIAGRAM
ECONOMIZER DAMPERS ) ®
FLOOR PLANS
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