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INPUT/OUTPUT SUMMARY FOR PLUMBING & FIRE PROTECTION PUMPS AT CORNER STATION
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DOMESTIC WATER PUMP, DP-04 ® ° ° ® ® .
DOMESTIC WATER PUMP, DP-05 ® e ° ® ® .
DOMESTIC WATER PRESSURE ® °
DOMESTIC WATER STORAGE TAMK LEVEL ° ° °
FIRE WATER STORAGE TANK LEVEL ® ®
FIRE WATER PUMP, FP-01 ® CURRENT SWITCH
FIRE WATER PUMP, FP-02 ° CURRENT SWITCH
FIRE WATER JOCKY PUMP, JP-03 [ ] CURRENT SWITCH
FIRE WATER PRESSURE
WELL PUMP (SEE CIVIL DRAWINGS) ® e ® ° °
DOMESTIC WATER SUPPLY
FIRE PUMP ROOM PIPING SYSTEM
INPUT/OUTPUT SUMMARY FOR PLUMBING AT END STATIONS (TYP 2)
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WASTE HOLDING TANK (SEE CIVIL DRAWINGS) ® ®
WATER STORAGE TANK, WT-01 oe
DOMESTIC WATER PRESSURE °
WATER SUPRLY SYSTEM
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